
Partner of the Year Comparative Energy Performance Report
Facilities included: Individually selected from main Portfolio

Located in: 

Date Generated: 11/28/12

Number of facilities in report: 147*

Number of facilities in portfolio: 218

Year ending 7/2011 Year ending 7/2012 Change

Total Floorspace (sq. ft.) 10,336,427 10,335,335 -1,092

Average Rating 61 61 0

Number of Facilities with a Rating 145 145 0

Number of Facilities not eligible to receive a rating** 2 2 0

Total Site Energy Use (kBtu) 931,692,463 930,536,878 -1,155,585

Total Weather Normalized Source Energy Use (kBtu) 2,782,978,749 2,823,940,020 40,961,271

Average Weather Normalized Source Energy Intensity (kBtu/Sq. Ft.) 269.2 273.2 4

Average Site Energy Intensity (kBtu/Sq. Ft.) 90.1 90 -0.1

Total Site Electric Use (kWh) 233,810,829 237,597,348 3,786,519

Total Site Natural Gas Use (Therms) 1,162,274 1,027,702 -134,572

Average Actual Annual Source Energy Intensity (kBtu/Sq. Ft.) 271.6 274.4 2.8

*Only facilities with a full year of energy data in each of the two comparison years are included in the facility summary.

**Facilities that are not eligible to receive a rating are defined as buildings that currently are ineligible to receive the ENERGY STAR rating due to (1) their operating characterisitcs;

(2) their property type; and/or (3) incomplete energy data for the period being rated.


